
Procedure:

Per Section 705.12(D)(7) of the National Electrical Code

The following requirements will be met in the installation of a photovoltaic system:

A center-fed electrical distribution panel is limited to 100% of the bus bar rating of the panel. 

The sum of the ampere ratings of all overcurrent supply devices cannot exceed 100% of the 

rating of the panel board. The 120% allowance on end-fed panels is not allowed.
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